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(2) WALL MOUNTED AUTOMATIC DOOR OPERATOR MOUNTED
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NEW BEADBOARD AND TRIM TO MATCH EXISTING, PTD.

EXTEND & RE-ROUTE EXISTING DOWNSPOUT UNDER CONC.
LANDING SHOWN DASHED @ 1/4":1'-0" MIN. SLOPE

DOOR OPERATOR ON PTD. MTL. BOLLARD @ 36" AFF. TYP.

REFINISH EXISTING WOOD
FLOORS PREP. AND STAINED
TO MATCH EXISTING

NEW AUTOMATIC DOOR
OPENERS "LCN" OR EQ. MODIFY
EXISTING DOOR HINGE SO
DOORS SWING OUT ONLY.
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 PART OF PROJECTING BRICK COURSE TO BE REMOVED TO
ACCOMMODATE NEW VESTIBULE. PATCH EXISTING AS REQD

AUTOMATIC DOOR OPENER

ATTACH PRE-FAB VESTIBULE
TO EXISTING BUILDING
PROVIDE SEALANT AND
FLASHING. PATCH EXISTING
AFFECTED BY NEW
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LINE OF ROOF OVERHANG ABV.
PATCH EXISTING

ASPHALT FOLLOWING
NEW CONSTRUCTION

TYPICAL DEMOLITION NOTES:
1. VERIFY EXISTING CONDITIONS & DIMENSIONS PRIOR TO DEMOLITION. NOTIFY ARCHITECT

IMMEDIATELY IF DISCREPANCIES ARE FOUND.
2. PROTECT EXISTING CONSTRUCTION TO REMAIN (INCLUDING BUT NOT LIMITED TO

EQUIPMENT, FINISHES, ETC.) FROM DAMAGE DURING DEMOLITION.
3. CONDUCT DEMOLITION WITH DUE REGARD TO STRUCTURAL INTEGRITY OF THE EXISTING

STRUCTURE.
4. PROVIDE TEMPORARY PROTECTION, SUPPORT, BRACING, ETC. AS REQD. EXTEND

DEMOLITION AT MINIMUM DISTANCE AS REQUIRED TO ACCOMMODATE NEW WORK.

CONSTRUCTION NOTES:
1. PATCH/ REPAIR EXISTING CONSTRUCTION AFFECTED BY NEW CONSTRUCTION, TYP.
2. NEW RAMP, LANDING, AND VESTIBULE W/ NEW 12" THK REIN. CONC. FOUNDATION WALLS

4'-0" MIN. BELOW GRADE. - SEE SECTION 1/A-3.
3. PREPARE AND PAINT THE EXISTING VESTIBULE, ABOVE NEW BEADBD.

PRE-FAB VESTIBULE SPEC:
          "PORTA-KING" OR EQ. W/ (2) 3'-0" X 7'-0" TEMPERED GLASS SWINGING DOORS WITH PANIC

BAR AND LOCKSET, STANDARD FLAT ROOF W/ 3" OVERHANG AND ELECTRIC HEATER, (1) 2x4
INTERIOR LIGHT. VERIFY SIDE CONDITIONS PRIOR TO FABRICATION AND INSTALLATION.

· OPTION 1 : SOLID PANELS ON 2 SIDES
· OPTION 2 : FULL GLASS PANEL ON 2 SIDES

EXISTING DOOR TO
REMAIN

NEW/ MODIFIED DOOR

EXISTING TO BE
DEMOLISHED

EXISTING WALL TO REMAIN
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1 DEMOLITION SITE PLAN
SCALE: 1/8" = 1'-0"

2 PROPOSED ENLARGED PLAN
SCALE: 1/4" = 1'-0"
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2 PROPOSED SIDE ELEVATION 2
SCALE: 1/4" = 1'-0"

3 PROPOSED FRONT ELEVATION
SCALE: 1/4" = 1'-0"

1 PROPOSED SIDE ELEVATION 1
SCALE: 1/4" = 1'-0"

AutoCAD SHX Text
PARKING

AutoCAD SHX Text
RESERVED



2" 
ED

GE
 PR

OT
EC

TIO
N 

TY
P.

1'-
6" 

TY
P.

3'-
0" 

TY
P.

11
2" METAL POST PTD.

ATTACHED TO CONC. W/
GALV. METAL POST BASE

REINF. CONC. WALL, EXTEND
4'-0" MIN. BELOW GRADE

6"

1'-0"

VA
RIE

S

6" THK REINF. CONC. SLAB

1 12" DIA. METAL RAILING TYP. PTD.

24"x24"x12" REINF. CONC. FOOTING
ON CRUSHED STONE MIN. 6" THK
OVER COMPACTED EARTH

4'-
0"

11
2"

±6" MIN. TYP.

REINF. CONC. WALL

6"

1'-0"

±1
'-1

" A
LIG

N 
W

/N
EW

VE
ST

IBU
LE

 LE
VE

L

6" THK REINF. CONC. SLAB

24"x24"x12" REINF. CONC. FOOTING
ON CRUSHED STONE MIN. 6" THK

OVER COMPACTED EARTH

4'-
0"

6" MIN. TYP.

1/4":1'-0" MIN. SLOPE FOR FLAT ROOF
LIN

E O
F E

XIS
TIN

G
BU

ILD
IN

G

SEALED CONC. FLOOR

PROVIDE SEALANT AND
FLASHING AS REQD.

SEALANT, FLASHING AND COUNTER FLASHING

METAL SUPPORT ATTACHED
TO EXISTING, PROVIDE
SEALANT AS REQD.

PREFAB VESTIBULE ROOF
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1 PROPOSED RAMP SECTION
SCALE: 1 1/2" = 1'-0"2 TYP. FOUNDATION WALL @ NEW VESTIBULE SECTION

SCALE: 1 1/2" = 1'-0"
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